
 
 
 
 
 
 
 
 

SUBDIVISION IMPROVEMENT PLAN  
SUBMITTAL CHECKLIST 

The following items shall be provided with the Subdivision Improvement Plans (SIP) to be considered 
complete. Please review, address, and incorporate this checklist, the Willard City Public Works 
Standards, Standard Drawings, and Zoning Code into your submittal. Missing, incomplete, or incorrect 
items may delay review and require additional review cycles and fees. 
 
This checklist is intended as a general guide and may not be exhaustive. Additional information, 
studies, revisions, or supporting documentation may be required by the City during any stage of review 
to determine compliance with applicable ordinances, standards, and regulations. 

PREREQUISITES 
1. Subdivision Improvement Plans (SIP) shall be submitted concurrently with the Preliminary 

Subdivision Application.   
2. A Preliminary Subdivision Application is not considered complete until the SIP plans have also been 

submitted.  
3. Subdivision Improvement Plans shall include all drawings, profiles, details, reports, calculations, 

and supporting documentation necessary for the City Engineer to review the proposed public 
improvements for compliance with the Willard City Public Works Standards. 

4. Plans shall be prepared by a licensed Professional Engineer in accordance with the Willard City 
Public Works Standards.  

5. Revised Subdivision Improvement Plans shall incorporate all applicable conditions, corrections, and 
requirements resulting from City review. 

SUBDIVISION IMPROVEMENT PLAN SUBMITTAL REQUIREMENTS 
A complete Subdivision Improvement Plan filled out on Civic Review, including:  

• Contact information of the owner, applicant, engineer, and surveyor. 
• Owner's affidavit and consent. If the application is completed by an authorized agent, an Owner's 

affidavit identifying the authorized agent shall be provided. All persons with a fee interest in the subject 
property shall sign the application. 

• Proposed subdivision name and address/location of the development. 
• Subdivision information including parcel numbers, addresses, legal descriptions of the entire subject 

property, etc. 
C001 – COVER SHEET 
The Cover Sheet should serve as the primary project reference sheet and include sufficient information for City staff, reviewing agencies, 
and contractors to readily identify the project, design professionals, applicable standards, and the contents of the plan set.  

1. Project Information 
a. Project name. 
b. Project location (address, parcel number(s), and legal description(s) of entire subject property. 
c. Subdivision name consistent with the Preliminary Plat.  
d. Vicinity map identifying the project location. 

2. Owner/Developer Information 
a. Owner/developer name. 
b. Business/entity name, if applicable. 
c. Mailing address. 



d. Telephone number. 
e. Email address. 

3. Engineer Information 
a. Engineering firm name. 
b. Project engineer name.  
c. Mailing address. 
d. Telephone number. 
e. Email address.  
f. Utah Professional Engineer seal and license number. 
g. Engineer signature. 

4. Surveyor Information (if different from Engineer) 
a. Surveyor name. 
b. Surveying firm. 
c. Contact information. 

5. Project Data 
a. Total project acreage. 
b. Number of lots. 
c. Existing zoning. 
d. Proposed zoning (if applicable). 
e. Existing use. 
f. Proposed use. 

6. Plan Information 
a. Sheet index. 
b. Revision block. 
c. Date of preparation. 
d. Revision dates. 
e. Applicable drawing index. 

7. General References 
a. Applicable Willard City Standard Drawings referenced. 
b. Applicable Public Works Standards referenced. 
c. Applicable General Notes referenced. 

8. Utility Agencies 
a. Culinary Water. 
b. Sanitary Sewer. 
c. Secondary Water/Irrigation. 
d. Power. 
e. Natural Gas. 
f. Telecommunications. 
g. Other utility providers, as applicable. 

C002 – GENERAL NOTES, LEGEND, & ABBREVIATIONS  
Provide the general notes, symbols, abbreviations, and survey control information necessary to interpret the Subdivision Improvement 
Plans.  

1. Required Sheet Contents 
a. General Construction Notes 

i. Applicable general construction notes. 
ii. Applicable Willard City Public Works Standard references. 
iii. Applicable Willard City Standard Drawing references. 
iv. General notes stating that all construction shall comply with the current Willard City 

Public Works Standards and Standard Drawings.  
b. Legend 

i. Existing and proposed line types identified. 



ii. Existing and proposed utility symbols. 
iii. Existing and proposed improvement symbols. 
iv. Existing and proposed easement/right-of-way symbols. 
v. Existing and proposed monument symbols. 

c. Abbreviations 
i. Abbreviations used throughout the plan set. 

d. Survey & Control Information 
i. Basis of bearings. 
ii. Horizontal datum. 
iii. Vertical datum. 
iv. Benchmark location and elevation. 

e. Plan Format 
i. North Arrow. 
ii. Graphic and/or written scale, not less than 1” = 100’ unless otherwise approved. 
iii. Plans legible at the required sheet size and scale. 

2. Required, if applicable 
a. General Project Information 

i. General phasing information (if applicable). 
ii. Construction sequencing notes (if applicable). 

b. Utility Protection and Coordination 
i. Protection of existing utilities. 

c. Applicable Permits and Agency Notes 
i. Required permits or agency approvals identified (if applicable). 
ii. Irrigation company coordination notes (if applicable). 
iii. Railroad, UDOT, canal company, or utility company notes (if applicable).  

 
C100 – EXISTING CONDITIONS 
Provide existing site information necessary to evaluate the proposed improvements and identify existing conditions that may affect the 
design or construction of the proposed subdivision. 

1. Required Sheet Contents 
a. Property Information 

i. Existing property boundaries. 
ii. Adjacent property boundaries. 
iii. Existing easements. 
iv. Existing rights-of-way. 
v. Existing parcel identification. 

b. Existing Topography 
i. Existing contour lines. 
ii. Existing spot elevations sufficient to supplement contour information. 
iii. Existing drainage patterns. 
iv. Existing watercourses, canals, irrigation ditches, drainage facilities, and other surface 

water features. 
c. Existing Utilities 

i. Existing culinary water facilities. 
ii. Existing sanitary sewer facilities. 
iii. Existing storm drainage facilities. 
iv. Existing secondary water/irrigation facilities. 
v. Existing utilities (power, natural gas, telecommunications, fiber, etc.). 

d. Existing Improvements 
i. Existing roadways. 
ii. Existing curb, gutter, and sidewalk. 



iii. Existing driveways. 
iv. Existing streetlights. 
v. Existing fire hydrants. 
vi. Existing signs and traffic control devices. 
vii. Existing fences, walls, and other site improvements. 

e. Existing Natural Features 
i. Wetlands (if applicable). 
ii. Floodplains (if applicable). 
iii. Streams, ponds, or other water bodies. 
iv. Significant trees or vegetation to remain (if applicable). 
v. Areas of steep slopes or other significant natural features (if applicable). 

f. Existing Structures 
i. Buildings. 
ii. Retaining walls. 
iii. Wells. 
iv. Septic systems. 

2. Required, if applicable 
a. Existing Environmental Features 

i. Known geologic hazards. 
ii. Groundwater areas identified in the geotechnical report. 
iii. Environmentally sensitive areas. 

b. Existing Public Facilities 
i. Trails. 
ii. Parks. 
iii. Open space. 
iv. Public facilities adjacent to the project. 

 
C200 – PROPOSED SITE PLAN 
Provide an overall layout of the proposed subdivision, illustrating the relationships between lots, streets, easements, open space, and other 
site improvements. 

1. Required Sheet Contents 
a. Property Information 

i. Proposed property boundaries. 
ii. Proposed lot lines. 
iii. Lot numbers. 
iv. Lot dimensions. 
v. Lot areas. 

b. Roadway Layout 
i. Proposed street layout. 
ii. Street names (subject to City approval). 
iii. Right-of-way widths. 
iv. Easements. 
v. Intersection layout. 

c. Proposed Improvements 
i. Sidewalks. 
ii. Park strips. 
iii. Curb and gutter. 
iv. Driveway locations. 
v. Trails. 
vi. Street lighting locations. 



vii. Fire hydrant locations. 
d. Open Space and Common Areas 

i. Open Space 
ii. Common areas. 
iii. Parks. 
iv. Landscape tracts. 
v. HOA parcels. 

e. Easements 
i. Utility easements. 
ii. Drainage easements. 
iii. Access easements. 
iv. Public access easements. 

2. Required, if applicable 
a. Phasing 

i. Phase boundaries. 
ii. Phase numbers. 
iii. Future development areas. 

b. Dedications 
i. Proposed public dedications. 
ii. Proposed private dedications. 
iii. Temporary construction easements. 

c. Adjacent Improvements 
i. Future roadway connections. 
ii. Future utility connections. 
iii. Adjacent subdivision tie-ins. 

C300 – GRADING PLAN 
Provide proposed grading and drainage information necessary to demonstrate how the subdivision will be 
graded, how lots and public improvements will drain, and how the proposed grading will tie into existing 
conditions. 

1. Required Sheet Contents 
a. Existing and Proposed Grades 

i. Existing contours shown and clearly distinguished from proposed contours. 
ii. Proposed contours. 
iii. Existing and proposed spot elevations at critical locations. 
iv. Finished floor elevations, where applicable. 
v. Proposed grades for each lot or parcel. 
vi. Existing and proposed grades extending a minimum of 200 feet beyond the limits of the 

proposed project. 
b. Drainage 

i. Drainage flow arrows showing proposed drainage patterns. 
ii. High and low points identified. 
iii. Drainage swales and channels. 
iv. Locations where drainage enters or leaves the subject property. 
v. Proposed drainage facilities, including detention/retention areas, where applicable. 

c. Roadway Grading 
i. Proposed roadway grades. 
ii. Top of curb elevations at critical locations. 
iii. Intersection elevations. 
iv. Tie-in elevations to existing streets and improvements. 

d. Site Grading 



i. Proposed cut and fill areas. 
ii. Limits of grading. 
iii. Slopes. 
iv. Grading around existing improvements to remain. 
v. Grading necessary to provide access to each proposed lot. 

2. Required, if applicable 
a. Retaining Walls 

i. Location and extent of proposed retaining walls. 
ii. Top and bottom elevations. 
iii. Wall height. 
iv. Drainage associated with retaining walls. 

b. Special Site Conditions 
i. Areas affected by groundwater. 
ii. Floodplain or flood hazard areas. 
iii. Canals, irrigation ditches, drainage channels, or other water features affected by 

grading. 
iv. Other grading constraints identified by the geotechnical report or City Engineer. 

3. Grading Requirements 
a. Grading shall comply with the approved drainage design and applicable Willard City Public 

Works Standards. 
b. Proposed grading shall provide positive drainage and shall not create adverse drainage 

impacts to adjoining properties. 
c. Proposed grading shall tie into existing grades at the project boundary unless otherwise 

approved. 
d. Cuts, fills, slopes, and retaining walls shall comply with applicable City standards and 

recommendations of the geotechnical report. 
C400 – UTILITY PLAN 
Provide the location, layout, and design information for all existing and proposed utilities necessary to serve the 
subdivision and demonstrate compliance with the Willard City Public Works Standards.  
Non-City Utilities: The applicant is responsible for coordinating proposed non-City utilities with the applicable 
utility providers and obtaining any required approvals. City review of non-City utilities is limited to their 
relationship with City infrastructure, public improvements, easements, and applicable City requirements.  

1. General Utility Plan 
a. Existing and Proposed Utilities 

i. Existing and proposed culinary water facilities. 
ii. Existing and proposed sanitary sewer facilities. 
iii. Existing and proposed storm drainage facilities. 
iv. Existing and proposed secondary water and irrigation facilities. 
v. Existing and proposed dry utilities, including power, natural gas, telecommunications, 

fiber, and other utilities, as applicable. 
vi. Existing utilities to remain, be relocated, abandoned, or removed clearly identified. 

b. Utility Layout 
i. Location and alignment of all proposed utility lines. 
ii. Utility sizes and materials. 
iii. Utility structures and appurtenances. 
iv. Service laterals and proposed service locations. 
v. Connections to existing utility systems. 
vi. Utility easements and associated dimensions. 
vii. Utility crossings and potential conflicts identified. 
viii. Relationship of utilities to proposed streets, lots, property lines, and other 

improvements. 



c. Plan and Profile Information 
• All wet utilities shown in plan and profile views. 
• Existing and proposed ground elevations shown on profiles. 
• Utility crossings shown on profiles. 
• Horizontal and vertical relationships between utilities clearly identified. 
• Existing and proposed utilities extending beyond the project limits as required by the 

Public Works Standards. 
2. Culinary Water 

a. Required Plan Information 
i. Existing and proposed water mains. 
ii. Water main sizes and materials. 
iii. Connections to the existing City water system. 
iv. Valves and valve locations. 
v. Fire hydrants. 
vi. Service laterals. 
vii. Meter locations. 
viii. Blow-offs, air release valves, and other appurtenances, where applicable. 
ix. Fittings, bends, tees, reducers, and other significant system components. 
x. Easements required for water facilities. 

b. Required Profile Information 
i. Proposed water main alignment and elevation. 
ii. Pipe size and material. 
iii. Depth of cover. 
iv. Utility crossings. 
v. Horizontal and vertical separation from sanitary sewer and other utilities. 
vi. Existing and proposed ground elevations. 

c. Water System Requirements 
• Water mains shall be sized in accordance with the Willard City Public Works 

Standards and approved water system design.  
• Dead-end water mains, including temporary dead ends, shall terminate with an 

approved fire hydrant as required by the Public Works Standards.  
• Fire hydrant locations and spacing shall comply with City standards and applicable 

fire code requirements.  
• Required separation between culinary water and sanitary sewer facilities shall be 

maintained.  
• Water mains shall be extended through the development as necessary to provide 

system continuity and future connections where required.  
• Valves shall be located as required by the Public Works Standards. 

3. Sanitary Sewer 
a. Required Plan Information 

i. Existing and proposed sanitary sewer mains. 
ii. Sewer main sizes and materials. 
iii. Connections to the existing sanitary sewer system. 
iv. Manholes, including identification/numbering. 
v. Service laterals and proposed service locations. 
vi. Cleanouts and other appurtenances, where applicable. 
vii. Easements required for sanitary sewer facilities. 
viii. Utility crossings and potential conflicts. 
ix. Existing sewer facilities to remain, be relocated, abandoned, or removed, as 

applicable. 



b. Required Profile Information 
i. Existing and proposed sanitary sewer mains. 
ii. Pipe size and material. 
iii. Pipe slopes. 
iv. Manhole locations and stationing. 
v. Manhole rim elevations. 
vi. Invert elevations at each manhole and connection. 
vii. Existing and proposed ground elevations. 
viii. Utility crossings. 
ix. Horizontal and vertical separation from culinary water and other utilities. 
x. Connections to the existing sanitary sewer system. 

c. Sanitary Sewer System Requirements 
• Sanitary sewer facilities shall be designed in accordance with the Willard City 

Public Works Standards. 
• Service lateral connections shall not be made within sewer manholes. 
• Sewer mains shall be designed to provide gravity flow unless otherwise approved 

by the City. 
• Sewer mains shall be extended through the development as necessary to provide 

system continuity and future connections where required. 
• Required horizontal and vertical separation from culinary water facilities shall be 

maintained. 
• Manholes shall be provided at locations required by the Willard City Public Works 

Standards. 
• Each proposed lot shall be provided with sanitary sewer service as required by the 

City. 
4. Secondary Water and Irrigation 

a. Required Plan Information 
i. Existing and proposed secondary water and irrigation facilities. 
ii. Existing and proposed secondary water mains, irrigation lines, canals, ditches, and 

laterals. 
iii. Pipe sizes and materials. 
iv. Connections to existing secondary water or irrigation systems. 
v. Valves, boxes, structures, and other appurtenances, as applicable. 
vi. Proposed service laterals and service locations. 
vii. Existing irrigation facilities to remain, be relocated, piped, abandoned, or removed, as 

applicable. 
viii. Easements required for secondary water and irrigation facilities. 
ix. Crossings and potential conflicts with roadways, City utilities, and other proposed 

improvements. 
b. Required Profile Information 

i. Proposed secondary water and irrigation lines shown in profile. 
ii. Pipe size and material. 
iii. Existing and proposed ground elevations. 
iv. Depth of cover. 
v. Utility crossings and potential conflicts. 
vi. Connections to existing facilities. 

c. Secondary Water and Irrigation Requirements 
• Secondary water and irrigation facilities shall comply with applicable Willard City 

Public Works Standards and requirements of the applicable irrigation or secondary 
water provider.  

• Existing irrigation facilities and water delivery shall be maintained or appropriately 



relocated or modified where affected by the development.  
• Secondary water and irrigation facilities shall be coordinated with proposed City 

utilities, roadways, and other public improvements.  
• Required easements shall be shown on the plans.  
• Required approvals from the applicable irrigation company or secondary water 

provider shall be obtained, where applicable. 
5. Dry Utilities 

a. Required Plan Information 
i. Existing and proposed power facilities. 
ii. Existing and proposed natural gas facilities. 
iii. Existing and proposed telecommunications, cable, and fiber facilities. 
iv. Proposed utility service locations to each lot, as applicable. 
v. Transformers, utility boxes, pedestals, vaults, and other above-ground facilities, as 

applicable. 
vi. Proposed utility conduits and roadway crossings. 
vii. Utility easements and associated dimensions. 
viii. Existing dry utilities to remain, be relocated, abandoned, or removed, as applicable. 
ix. Conflicts with proposed City utilities, roadways, sidewalks, and other public 

improvements identified. 
b. Dry Utility Requirements 

• Dry utility design and installation shall comply with the requirements of the 
applicable utility provider. 

• Dry utilities shall be coordinated with proposed City utilities and public 
improvements. 

• Required utility easements shall be shown on the plans. 
• Utility crossings beneath proposed roadways shall be identified and coordinated 

with the applicable utility provider. 
• Above-ground utility facilities shall be located so they do not conflict with required 

improvements, access, or other utilities. 
C500 – ROADWAY PLAN & PROFILE 
Provide roadway plan and profile information necessary to evaluate the location, geometry, grading, and 
construction of all proposed streets and demonstrate compliance with the Willard City Public Works Standards. 

1. Required Plan Information 
a. Existing and proposed roadway alignments. 
b. Street names and identification. 
c. Centerline stationing. 
d. Existing and proposed rights-of-way and associated dimensions. 
e. Roadway widths and dimensions. 
f. Existing and proposed curb and gutter. 
g. Existing and proposed sidewalks and park strips. 
h. Intersection locations and geometry. 
i. Curb return radii. 
j. Horizontal curve information, including radii and applicable curve data. 
k. Proposed roadway cross-sections. 
l. Adjacent property lines, lot lines, lot numbers, and easements. 
m. Existing roadways and improvements affected by the proposed construction. 
n. Proposed connections to existing and future streets. 
o. Proposed cuts and fills associated with roadway construction. 

2. Required Profile Information 
a. Existing ground profile. 
b. Proposed roadway centerline profile and finished grades. 
c. Centerline stationing and elevations. 
d. Roadway grades. 
e. Vertical curve information, including applicable curve data and K-values.  



f. High and low points. 
g. Existing and proposed grades extending a minimum of 200 feet beyond the project limits as 

required by the Public Works Standards. 
h. Tie-in elevations at existing roadways. 
i. Wet utilities shown in profile, including crossings and conflicts. 

3. Required, if applicable 
a. Intersections and Access 

i. Driveway locations. 
ii. ADA-accessible curb ramps.  
iii. Traffic control signs and pavement markings. 
iv. Sight distance information where required. 

b. Stub Streets and Cul-de-sacs 
i. Stub street locations and proposed future extensions. 
ii. Temporary turnarounds. 
iii. Cul-de-sac dimensions and geometry. 
iv. Temporary easements associated with turnarounds, where required. 

c. Other Roadway Improvements 
i. Retaining walls associated with roadway construction. 
ii. Guardrails or other roadside safety improvements. 
iii. Trails or other pedestrian facilities within or adjacent to the right-of-way. 
iv. Streetlights and associated locations. 
v. Existing improvements proposed for removal or replacement. 

4. Roadway Requirements 
• Street locations shall be consistent with the adopted Transportation Master Plan. 
• Roadway centerlines shall intersect at 90 degrees. Where 90 degrees is not feasible, the 

intersection angle may be reduced with City Engineer concurrence, but shall not be less than 
80 degrees. 

• Right-of-way widths shall comply with the Willard City Public Works Standards. 
• Roadway cross-sections shall comply with the Willard City Public Works Standards. 
• Street grades anticipated to exceed 5 percent shall be identified; street grades shall not exceed 

10 percent. 
• Temporary turnarounds shall be provided where a stub street extends more than 150 feet from 

an intersection. 
• Intersection offsets shall be not less than 150 feet. 
• Streetlights shall be shown at intersections; additional streetlights may be required. 

 
C600 – STORM DRAINAGE PLAN & PROFILE 
Provide storm drainage plan and profile information necessary to demonstrate the collection, conveyance, 
detention, and discharge of stormwater and compliance with the Willard City Public Works Standards. 

1. Required Plan Information 
a. Existing and proposed storm drainage facilities. 
b. Proposed storm drain pipe alignments. 
c. Pipe sizes and materials. 
d. Catch basins, inlets, manholes, junction boxes, and other storm drain structures. 
e. Structure identification or numbering. 
f. Detention and retention facilities. 
g. Drainage swales, channels, ditches, and other conveyance facilities. 
h. Proposed points of discharge and outfalls. 
i. Existing drainage facilities receiving or affected by proposed drainage. 
j. Drainage easements and associated dimensions. 
k. Connections to existing storm drainage facilities. 
l. Direction of stormwater flow. 
m. Existing storm drainage facilities to remain, be relocated, modified, abandoned, or removed, as 

applicable. 
2. Required Profile Information 

a. Proposed storm drain pipes and structures.  



b. Pipe sizes and materials.  
c. Pipe lengths and slopes.  
d. Structure locations and stationing.  
e. Rim or grate elevations.  
f. Pipe invert elevations at structures, connections, and outfalls.  
g. Existing and proposed ground elevations.  
h. Utility crossings and potential conflicts.  
i. Connections to existing storm drainage facilities.  
j. Outfall elevations. 
k. Hydraulic grade line, where required by the City Engineer. 

3. Required, if applicable 
a. Detention and Retention Facilities 

i. Location and limits of detention or retention facilities. 
ii. Bottom, top of bank, and overflow elevations. 
iii. Inlet and outlet structures. 
iv. Emergency overflow or spillway. 
v. Access for inspection and maintenance. 
vi. Easements associated with the facility. 
vii. Side slopes and facility grading. 

b. Surface Drainage Facilities 
i. Drainage swales and channels. 
ii. Culverts. 
iii. Irrigation ditches or canals affected by the proposed drainage system. 
iv. Cross-drainage facilities. 
v. Energy dissipation or erosion protection at outlets. 

c. Off-Site Drainage 
i. Existing off-site drainage entering the project. 
ii. Proposed conveyance of off-site drainage through the project. 
iii. Proposed discharge from the project onto or through adjacent property. 
iv. Easements or other approvals necessary for off-site drainage facilities. 

4. Storm Drainage Requirements 
• Storm drainage and flood control facilities shall comply with the Willard City Public Works 

Standards and applicable flood control requirements. 
• The proposed system shall provide for the continuation and conveyance of existing drainage 

and flood control facilities. 
• Stormwater shall be conveyed to an approved drainage facility or discharge location. 
• Detention or retention facilities shall provide adequate access for inspection and maintenance. 
• Drainage facilities located outside public rights-of-way shall be located within appropriate 

easements. 
• Proposed drainage shall not create adverse drainage impacts to adjacent properties. 
• Storm drainage design shall be consistent with the submitted drainage report and calculations. 
• Existing drainage entering or crossing the project shall be appropriately conveyed through or 

around the development in accordance with the approved drainage design. 
 

C700 – EROSION CONTROL AND SWPPP 
Provide site management information and, when required, erosion and sediment control plans and 
documentation necessary to control vegetation, erosion, sediment, construction runoff, dust, trash, and other 
potential impacts during construction. 

1. Required 
a. Site Management Plan 

i. Vegetation management. 
ii. Dust control. 
iii. Trash and construction debris management. 
iv. Site stabilization and maintenance during construction. 

2. Required, if applicable 



a. Erosion and Sediment Control Plan 
Required when determined by the City Planner or City Engineer based on proposed grading, 
site disturbance, drainage, or site conditions.  

i. Limits of disturbance. 
ii. Existing and proposed drainage patterns. 
iii. Construction access and stabilized entrance locations. 
iv. Perimeter erosion and sediment controls. 
v. Inlet protection. 
vi. Stockpile and material storage areas. 
vii. Concrete washout area(s). 
viii. Temporary and permanent stabilization measures. 
ix. Dust control measures. 
x. Erosion and sediment control measures for drainage channels, slopes, and disturbed 

areas. 
xi. Locations and details of proposed Best Management Practices (BMPs). 
xii. Sequence or phasing of erosion control measures, where applicable. 

b. Stormwater Pollution Prevention Plan (SWPPP) 
Required when the proposed construction activity is subject to applicable state or federal 
construction stormwater permitting requirements. 

i. SWPPP provided when required by applicable state or federal stormwater 
regulations. 

ii. SWPPP consistent with the erosion control measures and improvements shown on 
the SIP. 

iii. Required construction stormwater permit information identified, where applicable. 
3. Erosion Control Requirements 

• Erosion and sediment control measures shall comply with applicable City, state, and federal 
requirements.  

• Erosion control measures shall be installed and maintained throughout construction as 
required.  

• Erosion control plans shall be coordinated with the proposed grading and storm drainage 
design.  

• Revised grading or drainage designs shall include corresponding revisions to erosion and 
sediment control measures, as applicable. 

C800 – STANDARD DETAILS 
Provide applicable standard and project-specific construction details necessary for construction of the proposed 
improvements in accordance with the Willard City Public Works Standards and Standard Drawings. 

1. Required Sheet Contents 
a. Willard City Standard Details 

i. Applicable Willard City Standard Drawings referenced by number and title and 
incorporated by reference into the construction plans. 

ii. City Standard Drawings need not be reproduced unless specifically required by the 
City Engineer or a deviation is proposed. 

b. Project-Specific Details 
i. Details for proposed improvements not adequately addressed by a Willard City 

Standard Drawing. 
ii. Dimensions, materials, elevations, and other information necessary to construct the 

improvement. 
iii. Applicable references to corresponding plan and profile sheets. 

2. Required, if applicable 
a. Roadway and Pedestrian Details 

i. Roadway cross-sections. 
ii. Curb and gutter. 



iii. Sidewalk and park strip. 
iv. ADA curb ramps. 
v. Driveway approaches. 
vi. Temporary turnarounds and cul-de-sacs. 

b. Utility Details 
i. Culinary water facilities and appurtenances. 
ii. Sanitary sewer facilities and appurtenances. 
iii. Secondary water and irrigation facilities. 
iv. Utility crossings or special utility configurations. 

c. Storm Drainage Details 
i. Catch basins, inlets, manholes, and junction structures. 
ii. Detention/retention inlet, outlet, and overflow structures. 
iii. Culverts, channels, swales, and outfalls. 
iv. Energy dissipation and erosion protection. 

d. Structural and Site Details 
i. Retaining Walls 
ii. Other project-specific structures or improvements not addressed by City Standard 

Drawings.  
3. Detail Requirements 

• Standard details shall comply with the current Willard City Public Works Standards and 
Standard Drawings. 

• City Standard Drawings shall not be modified unless specifically approved by the City 
Engineer. 

• Project-specific details shall be signed and sealed by the responsible design professional 
when required. 

• Where a project-specific detail differs from a City Standard Drawing, the deviation shall be 
clearly identified and subject to City Engineer approval. 

SUPPORTING CALCULATIONS & ENGINEERING DOCUMENTS 
Provide supporting engineering calculations, reports, and documentation necessary to demonstrate that the 
proposed improvements comply with the Willard City Public Works Standards and applicable City requirements. 

1. Required Supporting Documents 
a. Storm Drainage Calculations 

i. Storm drainage calculations supporting the proposed drainage design. 
ii. Drainage basin map and supporting drainage information. 
iii. Detention/retention calculations, as applicable. 

b. Geotechnical Investigation Report 
i. Geotechnical investigation report, when required by the Willard City Public Works 

Standards. 
ii. Recommendations applicable to the proposed grading, roadways, utilities, and other 

public improvements 
iii. Proposed improvements consistent with the recommendations of the geotechnical 

investigation report. 
2. Additional Documents, When Required 

a. Culinary Water 
i. Water system and fire flow calculations, when required by the City Engineer or Public 

Works Director. 
b. Sanitary Sewer 

i. Sanitary sewer capacity and design calculations, when required by the City Engineer or 
Public Works Director.  

c. Roadway & Transportation 
i. Traffic, sight distance, turning movement, or other transportation analysis, when 

required. 



d. Grading & Geotechnical 
i. Geotechnical, slope stability, retaining wall, or other supporting analysis applicable to 

the proposed improvements. 
e. Other Engineering Documentation 

i. Other calculations, studies, reports, or documentation required by the City Engineer 
based on the proposed improvements or site conditions. 

3. General Requirements 
• Engineering calculations and reports shall be prepared, signed, and sealed by the appropriate 

licensed design professional when required by Utah law. 
• Calculations shall correspond with and support the improvements shown on the Subdivision 

Improvement Plans. 
• Revised plans affecting the engineering analysis shall be accompanied by updated 

calculations, as applicable. 
 

 


